A century ago the Commissioners who reported to the General Board of Health (1857) on the warming and ventilation of dwellings emphasized that in a comfortable and healthy apartment the floor should be at the highest temperature in the room. This requirement is met in rooms where the floor is warmed. Floor heating is used in Liverpool Cathedral, and Widdows (1921) applied floor heating in schools which he designed for the Derbyshire County Council. More recently the method has been used in a variety of commercial buildings and in houses. This method of heating has the great advantage of giving considerable freedom in planning, and furthermore, no heating apparatus is visible.
Floor heating must be applied with care, however, for if the floor is too hot the feet of the occupants may be overheated so that serious discomfort ensues. This is self-evident, but there seems to be much diversity of opinion concerning the limiting temperature of the surface of a warmed floor beyond which discomfort is likely to arise and limiting values quoted by different authorities vary between 750 and 85°F. It should be mentioned, also, that a risk of discomfort from overheated floors may arise in buildings warmed by means of ceiling panels, for in some such buildings the leakage of heat through the floors is considerable. Thus in a hospital so warmed nurses experienced discomfort from warmed floors. It seems that the risk of discomfort with a given floor temperature will probably vary with the posture and activity of the occupants, but information as to the magnitude of the risk of discomfort under given conditions has not hitherto been available for the guidance of engineers who are designing heating installations.
The present paper describes experiments in which persons were exposed to warmed floors. During the experiments the sensations of warmth of parts of the foot were assessed and the skin temperatures of those parts were measured. The relation between skin temperature and warmth of the foot was then determined. The effects of both the floor surface temperature and the air temperature on (a) the skin temperature of the foot and (b) sensations of warmth of the foot were then obtained. The percentage incidences of discomfort derived from numerical assessments of the warmth of the feet were transformed to a probit scale for purposes of analysis. The experimental subjects were men and women who in different experiments sat or walked about. From the results of the experiments it was possible to ascertain the risk of discomfort and hence the maximum desirable temperature of the surface of a heated floor for men or women who were walking and sitting.
Methods
The experiments were conducted in a laboratory 17j ft. x 24 ft. in plan and 14 ft. high. Mechanical ventilation was not available, but with doors and windows closed the ventilation rate varied between one and a half and three air changes per hour, so that with but few occupants there was an ample supply of fresh air. Control of the air temperature and of the atmospheric humidity was not feasible. During experiments draughts were avoided by keeping doors and windows closed, and the effects of solar radiation through the windows were greatly reduced by large screens of aluminium foil. The temperature of the surface of a small wooden platform 9 ft. long and 5 ft. wide, which comprised the floor, was changed by varying the power supplied to electrical resistance mats fixed to the underside of the boarding.
Measurements.-Although a few preliminary measurements of air speed and atmospheric humidity were made, neither of these variables was measured systematically during the experiments. The air was calm, and moderate variations in humidity at normal room temperatures have but little effect on sensations of general bodily warmth, and probably none on the localized sensations with which this paper is primarily concerned. Measurements made with a radiation thermopile showed that the mean radiant temperature varied only slightly from the air temperature, so that radiation need not be considered separately here.
The air temperature was measured with copperconstantan thermojunctions situated at head level and at 6 in. above the heated portion of the floor, and similar thermojunctions embedded in the surface of the floor were used for measuring the surface temperature of the heated part of the floor. Throughout the experiments the air temperature averaged about 68°F., but the temperatures recorded in individual experiments varied between 58°F. and 76°F. However, the drift in the air temperature in any one experiment was negligible.
The temperatures of the skin of a subject's foot were measured (a) on the ankle, at about 1 in. below the medial malleolus; (b) on the sole, on the plantar surface of the base of the big toe; and (c) on the dorsum of the proximal end of the big toe. These sites will be referred to as the ankle, sole, and toe respectively. The measurements were made with thermojunctions of 36-gauge copper and constantan wires. The test junctions were attached to the skin by small pieces of thin plastic adhesive tape and as a rule were attached to the left foot. So that the subjects could have freedom of movement, the leads from the junctions attached to the skin were connected to the measuring apparatus only when it was desired to measure skin temperatures, and they were then connected to the appropriate terminals of a switchbox similar to that described by Lewis (1930) .
Some measurements of the girth of the instep and of the ankle above the malleoli were made with the aid of mercury-in-rubber strain gauges designed by Whitney (1953 The subjects reported their sensations of warmth with reference to (a) the head, (b) the whole body with the exception of the head and feet, (c) the ankle, (d) the sole of the foot, and (e) the toe. These thermal sensations were assessed and the skin temperatures measured at the beginning, the middle, and the end of the period of exposure. The results at the end of the period of exposure were used for analysis.
Analysis of Results.-When the subjects were exposed to the heated floor the feet, and especially the soles, were liable to become uncomfortably warm, so it was appropriate to correlate the numerical marks assigned to the sensations of warmth referred to the sole of the foot with the temperature of the floor surface. In this way interesting and valuable information about trends could be obtained, but in addition it was important also to examine the frequency with which discomfort occurred at various levels of floor temperature, and for this purpose recourse was had to probit analysis (Finney, 1944 (Finney, , 1947 Emmens, 1948) . When the recorded sensation was " too warm " or " much too warm ", i.e., + 2 or + 3 on the numerical scale, discomfort, but not necessarily gross discomfort, was experienced. The percentage frequency of occurrence of such discomfort at each level of floor temperature used was ascertained and these percentages were transformed into the appropriate probability units (probits). The probits were then related to floor surface temperatures and regression equations calculated. Four such equations were derived from which may be calculated the maximum desirable surface temperature of a heated floor for men or women who are sitting or walking.
These methods were also employed in studying the relation between skin temperature of the foot and thermal comfort.
Results Incidence of Discomfort Related to Floor Temperature.-In Table 1 are set out the constants of the regression equations of the form y = a + btf where y is the probit of the incidence of discomfort and tf is the floor surface temperature in 'F.
From the equations it can be calculated that the floor surface temperatures at which the incidence of discomfort would be expected to be 50%, i.e., a probit of 5 0, are, for the women, 93°F. when sitting and 86°F. when walking, while the corresponding temperatures for the men are 90°F. and 84°F. respectively. These results suggest that the activity of the subjects is more important than the nature of the footwear so far as tolerance of a warm floor is concerned, for the differences between comparable temperatures for men and women are distinctly smaller than the differences due to activity in persons of the same sex.
The probit regression line for women subjects when walking is shown in Fig. 1 .
When the subjects, both men and women, were walking the highest floor temperature at which no discomfort was experienced was 77°F. According to Fig. 1 the probit of the expected percentage incidence of discomfort among women at that temperature is 2-9, and that value represents an incidence of 1 8%. According to the probit regression equation for the men when walking the expected incidence of discomfort is 2-8 %.
The probit regression equation for women sitting, the constants of which are shown in Table 1 , gives for a floor temperature of 77°F. a probit value which indicates that the expected incidence of discomfort would be 6-3 %. Similarly, the probits for men sitting show that with that floor temperature discomfort would be expected in less than 1 % of the observations. In fact, during the sitting experiments no discomfort was experienced by the women until the floor temperature exceeded 77°F., or by the men until it exceeded 79°F.
The pressure of the foot on the floor is greater when standing than when sitting, and this firmer that with a given floor temperature discomfort would occur less frequently in sitting than in walking persons. This was so in these observations, for the floor temperatures corresponding to a 50 % incidence of discomfort were substantially higher for the sitting subjects (Fig. 2) .
Relation between Skin Temperature and Comfort on Different Parts of the Foot.-Correlation of the sensations of warmth referred to the ankle, sole, and toe with the skin temperatures measured on the respective sites showed that the association between sensation and skin temperature was closest in respect of the sole, hence, in further consideration of skin temperature and its relations, only the temperature of the sole will be used.
The zero-order correlations (r) between the numerical marks assigned to the thermal sensations and the temperature of the skin of the sole were: For each of the coefficients the value of P is less than 0-001. The results of the four series of experiments were so similar that it was reasonable to pool the data and to calculate an overall regression for sensation of warmth on skin temperature. The correlation coefficient (r) was + 0-72 (P < 0-001) and the regression equation
where S is the numerical value of the sensation, and t8 is the skin temperature on the sole in 'F.
Although the value of the correlation coefficient is high, it is not high enough to enable one to predict individual sensations of warmth with useful accuracy.
The relation between the incidence of discomfort through excessive warming of the feet and the skin temperature of the sole was also examined by the probit method. The probit regression equation was P = 0 304ts -23-50 ...... (ii) where P is the probit of the percentage incidence of discomfort and t, is the skin temperature of the sole in 'F. The standard error of the regression constant is ± 0-023, and the skin temperature associated with a 50% incidence of discomfort is 93.60 ± 0-40F.
Relation between Skin Temperature of Sole and Environmental Temperatures.-It seemed reasonable to expect that the temperature of the skin on the sole, which is so closely related to the thermal comfort of the foot, would be affected, not only by the temperature of the floor, but also by the air temperature, and in order to examine this point the skin temperatures measured at the end of an hour's exposure were correlated with the temperatures of the floor and of the air. Table 2 gives the partial coefficients thus obtained together with the total correlation (R) of skin temperature w14-h the two environmental temperatures. Table 2 shows that on the whole the skin temperature of the sole tended to be more closely associated with the temperature of the floor surface than with the air temperature. The influence of the latter was not negligible, however, as the constants in the partial regression equations make clear. These constants for equations of the form tS = ata + btf + c where ts, ta, and tf are the temperatures of the skin, the air, and the surface of the floor respectively. are set out in Table 3 . The regression constants show that the air temperature had a greater effect when subjects sat than when they walked, that the temperature of the floor surface exerted a greater effect when subjects walked, and that the effect of a given change in air temperature was greater than that of the same change in floor temperature when the subjects sat and less when they walked. The standard errors of the coefficients show, however, that too much stress should not be laid on these indications, for the differences between the coefficients for air temperature and floor temperature in the four equations could be due to chance, although in the equation for men walking that is not very likely. In each of the first three equations the sum of the two regression coefficients is less than unity, indicating that increments of 1 F. in the temperatures of both the air and the floor surface are accompanied by a rise of rather less than 1 F. in the temperature of the skin of the sole. In The total correlations of sensations with the temperatures of the air and of the floor are all lower than the comparable zero-order correlations of sensations with skin temperature reported earlier in this paper. Each of these correlations is rather smaller than the comparable correlation of skin temperature with the environmental measurements shown in Table 2 .
The partial regression coefficients for sensations on air temperature and floor surface temperature, which are set out in Table 4 , vary in much the same way as the coefficients for skin temperature shown in Table 3 . The earlier remarks concerning the regression of skin temperature on the environmental measurements apply also to the figures in Table 4 . Although here also air temperature exerts the greater effect on sitting subjects and the floor temperature on walking subjects, the differences between the regression coefficients are not statistically significant and the regression equations should therefore be used with caution.
Discussion

Maximum Desirable Temperature of a Warmed
Floor.-In considering the range of environmental warmth which can be regarded as generally acceptable from the standpoint of general bodily warmth as distinct from the local sensations with which the present paper is concerned, various standards have been adopted by different workers. When comfort investigations are carried out on any considerable number of persons it is commonly found that under no conditions are all the people concerned completely satisfied, and that at the temperature which best suits the greatest number of people some will feel too warm while others will feel too cool. Some workers have taken as acceptable the range of conditions within which sensations of " slightly too warm " to " slightly too cool " were experienced. Others have taken the range within which on a numerical scale of sensations the average value would be " comfortably warm " and " comfortably cool ", while yet others have used the range within which not less than 50% of the votes ranged from " comfortably warm " to " comfortably cool ". It is clear that with the last-mentioned criterion many people will be uncomfortable as the limits of the so-called " comfort zone " are approached and some of the other methods also lead to undesirably wide zones. With these considerations in mind, Bedford (1936) recommended as a practicable comfort zone that range within which, at any temperature, not less than 70 % of the persons were quite comfortable. Within that zone at least 86% of the comfort votes recorded ranged from " comfortably cool " to " comfortably warm ", so that never more than 14 % of the persons were actually uncomfortable.
While from the standpoint of the general level of warmth it must be accepted that a small proportion of persons may be rather too warm or rather too cool, it is important that the method adopted for warming a room should not be one that is liable needlessly to increase the number of dissatisfied persons by causing local discomfort. In an earlier study of the effects of heated ceilings on comfort (Chrenko, 1953) , the experimental subjects reported any feelings of unpleasantness that they experienced while exposed to a heated ceiling. The symptoms of discomfort, usually referred to the head, were variable and very ill-defined. The subjects were asked to report any feelings of unpleasantness, and it may be that in comparison with the usual occupants of an office or other place of work provided with ceiling heating they were hypercritical. However that may be, mildly unpleasant sensations were reported when the intensity of the radiation was very small, and in consequence the recommendations as to the desirable temperatures of heated ceilings of various dimensions were framed on the assumption that, in practice, conditions which caused slight over-warming of the heads of the experimental subjects on 10% of occasions would be acceptable. In connexion with the experiments on heated floors, however, no such compromise appears to be necessary, for a considerable amount of warming can be achieved by heating the floor to a temperature which, according to the results here reported, is unlikely to occasion even mild discomfort.
The maximum floor temperature at which none The results for the sitting subjects in this investigation can be compared directly with those obtained by Marechal (1955) , who tested the thermal reactions of 14 women and 17 men when they were sitting. The average air temperature in Marechal's experiments was 71'F., or three degrees higher than in the experiments here described. Marechal pooled the results of his experiments on men and women, presumably because of the variety of the shoes worn, especially that of the women's shoes which, he says, defied classification. Fig. 3 shows the percentage incidence of discomfort among the sitting subjects (men and women) in relation to the temperature of the floor surface (a) for these experiments, and (b) for Marechal's experiments.
The curves shown in Fig. 3 are derived from the probit regression equations of the incidence of discomfort on floor surface temperature. The equation for Marechal's results is found to be P = 0-148tf It has been remarked earlier that the activity of the subjects seems to be more important than the nature of the footwear, so far as tolerance of a warmed floor is concerned. No attempt was made to classify the shoes worn by our subjects. The soles of the men's shoes were much thicker than those of the women's, yet, after examination of a cut section of a man's worn shoe, it was apparent that estimates of the thickness of the sole based on inspection could be very misleading. Accordingly a special calliper was constructed so that the thicknesses of the soles of intact shoes could be measured. Such measurements showed that the difference between the thicknesses of the soles of men's and women's shoes was much less than had been expected, the average thickness of a man's shoe sole being 052 in. and that of a woman's 038 in. It seems likely that the somewhat greater tolerance of floor heating shown by the men when they were sitting was mainly due to the effect of the mediumweight woollen socks worn by them, whereas the women wore nylon stockings. The decreased thermal resistance of the men's socks under pressure may account for the similarity of the tolerance of floor heating shown by men and women when walking.
Attempts have been made to compute the maximum desirable floor temperature from physical parameters. Fischer (1954) made such calculations, assuming that for comfort the skin temperature on the sole of the foot should not exceed 85°F. with which temperature, according to the present results, the incidence of discomfort would be less than 1 %. Fischer For the four groups of observations the average sensations of warmth on the sole of the foot are calculated for an air temperature of 68°F. and a floor temperature of 77'F., using the regression constants of Table 4 . They do not differ greatly from + 0-5, or midway between exactly " comfortable " and "comfortably warm". Using the sensation values thus ascertained, the floor temperatures which with various air temperatures would be expected to give rise to similar feelings of warmth of the foot have been calculated (Table 5 ). The results of numerous experiments were indeterminate. In one woman swelling of the feet was detected in a control experiment when the floor was not heated, while no swelling was detected in other subjects when their feet were on a floor heated to an uncomfortably high temperature. Allwood and Burry (1954) studied the flow of blood through the feet in relation to the temperature of the water in their plethysmograph. The blood flow was measured by the method of venous occlusion. It was found that the flow increased only slightly with temperature up to about 86°F., but at higher temperatures it increased markedly. From the probit regression equation for the incidence of discomfort against skin temperature (equation (ii)) it can be seen that at a skin temperature of about 85°F., which corresponds closely with the 86°F. at which the blood flow rose sharply, there was in these experiments a sharp rise in the incidence of discomfort. It seems likely, therefore, that in our subjects discomfort through over-warming of the feet was associated with a notable increase in the flow of blood through the feet, even though no consistent evidence of swelling was found. It also seems likely that there was no notable physiological change until discomfort began to appear, so that the thermal sensations may be regarded as a reasonable index of physiological effect.
arbitrary scale and P is the probit of the percentage incidence of discomfort.
Probits estimated from this equation have been converted into percentages and these are plotted against sensations in Fig. 4 .
With the sensations of local warmth with which this paper is concerned, with an average sensation of + 1-5 or midway between " comfortably warm " and " too warm ", the expected incidence of discomfort is about 50 %, which agrees with an equation reached by Chrenko (1955) from a consideration of the results obtained by Ellis (1952) in a study of general bodily warmth. Equation (iii) enables one to estimate the probable incidence of discomfort from estimates of the mean thermal sensations that would be associated with various combinations of air temperature and floor temperature. For the various groups of subjects the constants for the partial regression equations of sensation on air temperature and floor temperature are given in Table 4 . If one considers, for example, the women subjects when walking, the calculated mean thermal sensation for an air temperature of Skin Temperature and Comfort.-It has been noted 65'F. and a floor temperature of 75°F. is + 0 3 earlier that when the results of all the experiments on the arbitrary scale, while with the same air were grouped together there was a highly significant temperature and a floor temperature of 85°F. the correlation between the skin temperature on the sensation is + 10. According to equation (v), sole of the foot and the local sensation of warmth. with these mean sensations the probits of the The average sensations of warmth reported at incidence of discomfort are 1-66 and 3-56 respecvarious skin temperatures fitted closely about the tively, and according to Fig. 4 the percentage regression line (equation (i)), but, as one would incidence of discomfort with the lower floor temperaexpect, the individual sensations of the members of ture would be less than 1%, whereas, with the higher a group of people cannot be predicted with any one it would be about 7%. The average air temperature was 68°F., but the temperature of different experiments ranged from 580F. to 760F.
Discomfort arising from over-heating of the floor was due to excessive warming of the feet, as shown by high skin temperatures, especially on the soles. A skin temperature of 93 -6°F. on the sole of the foot was associated with a 50% incidence of discomfort. A regression equation relating the probable incidence of discomfort to skin temperature is given.
No uncomfortable warming of the feet occurred until the floor temperature exceeded 77°F., and it is concluded that in a room maintained at a normal temperature the floor temperature should not exceed 77°F., or, better, 75°F.
The temperature of the air affects the tolerance of a warm floor, so that a higher floor temperature can be tolerated as the air temperature is lowered. Regression equations are given which relate the average sensation of warmth (expressed on an arbitrary numerical scale) to the temperature of the air and floor.
Mercury-in-rubber strain gauges were used to detect any changes in the girths of the instep and ankle when subjects were exposed to a heated floor. The results were indeterminate. Swelling occurred in one subject when the floor was not heated, while with other subjects there was no swelling when the floor was uncomfortably hot.
The temperature of the skin of the sole at which the incidence of discomfort began to rise rapidly was about the same as that at which a rapid increase in blood flow might be expected.
The results of the present experiments are compared with the conclusions reached in some earlier investigations.
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